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A-1460 — FOR 36" CLEAR OPENING
A-1181 — FOR 24" CLEAR OPENING
2- ALL RE-BAR SHALL CLEAR END OF SLAB

GENERAL NOTE:

PIPE, FITTINGS & VAULT DIMENSIONS SHOWN ARE FOR A 16" MAIN

LINE (12" PRV) INSTALLATION. THESE DIMENSIONS WILL VARY BASED

ON ACTUAL MAIN LINE & PRV SIZES.

SIZE CHART
WATER |REQD
MAINLINE| P.R.V.
SIZE SIZE 3/4TX3/4%3/4
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DETAIL

3/4X1/4" REDUCER
WITH OIL FILLED GAUGE

STANDARD HOSE BIB WMITH
VACUUM BREAKER (WTH
BRASS HANDEL)

3/4 X 2° BRASS NPLE
3/4 BALL VAVE

3/4 X 2" BRASS NIPPLE
OF ITEM #12

12-4"

ITEM DESCRIPTION

® O0OGPOPOROG ©OOOOG OGO

TEE (FLXFLXFL)

REDUCER (MJxMJ)

GATE VALVE (FLxFL)

ADAPTER (FLXSLIP) "FCA50IP" OF EQUIVALENT

SPOOL (FLXPE) — 12° LONG

SPOOL (FLXFL) — 10° LONG

12° PRESSURE REDUCING, PRESSURE SUSTAINING VALVE (FLXFL) CLA—VAL

COMPANY 20-200 PSI RANGE WITH POSITION INDICATOR, SPEC STAINLESS
BONNET BOLTS (SIZE AS INDICATED ON SIZE CHART)

SPOOL (FLXPE)

SPOOL (FLXFL) — 12" LONG

STEPS (6 © 127) M.A. INDUSTRIES, INC. PSI-PF OR EQUAL
JACK STAND FOR PIPE SIZE AS SHOWN

3/4" IP TAP, 3/4°x 2" BRASS NIPPLE, 3/4" BALL VALVE, 3/4x2" BRASS NIPPLE,
3/4"x3/4x3/4 BRASS TEE, 3/4"x1/4" REDUCER, WITH OIL FILLED GAUGE,
STANDARD HOSE BIB WITH VACUUM BREAKER, (MTH BRASS HANDLE)

FLOOR DRAIN (24"x24") OPENING

REDUCING FLANGE (FLx2"TH)

2" BRASS NIPPLE (THxTH) — 4° LONG

2" BRASS 90 ELL (THxTH)

2" BRASS NIPPLE LONG (THxTH)

2" BALL VALVE (THxTH)

FL x PL SPOOL

2" BRASS UNION (NO COMPRESSION COUPLINGS)

2" PRESSURE REDUCING / PRESSURE SUSTAINING VALVE (THxTH) 20200 PSI

RANGE CLA-VAL COMPANY WITH POSITION INDICATOR. SPEC STAINLESS
BONNET BOLTS

12" SOLID SLEEEVE WITH MEGA LUGES (MJxMJ)

=27

PIPE 4 o
SIZE VAREES
waL—"

PLACE 3/4"
PLYWOOD OUTSIDE
OF VAULT AROUND
PIPE TO BLOCK

WTH POLYURETHANE
FOAM
(BOTH SIDES)

2-0"

1'-9"

PRESSURE
REDUCING STATION

NOTE:

A PRECAST BOX CERTIFIED TO BE DESIGNED
TO CARRY A.A.S.H.T.0. HS—20 LOADING MAY
BE SUBSTITUTED FOR THE BOX SHOWN

UPON WRITTEN APPROVAL FROM THE ENGINEER.




